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Alarms w20-21 @)

Maria Cristina (14 May - 21 May)

- TRO Mixer stopped
- Most likely due to a profibus error of the Wago module. Power cycle of MCB on-site
CMS DT Mixer notin run
- Drop of CO2 pressure in the main line. Mixer restarted
- CMS DT wrong gas mixture
- Related to drop of CO2 pressure. Pressure increased with gas supply piquet and PID of MFC of CO2 adjusted

ATLAS TGC Pump valve 100%
- Spike of valve generated by swap of purifier, no actions taken



https://eloggas.web.cern.ch/GAS_PIQUET/3233
https://eloggas.web.cern.ch/GAS_PIQUET/3235
https://eloggas.web.cern.ch/GAS_PIQUET/3236
https://eloggas.web.cern.ch/GAS_PIQUET/3237

