Electrical actuator

monostable Urgency Power Supply
Price 4800Chf 1200Chf (new batteries)
- Return automatiguely in -Keep the PLC and fridge
normal position during au | running some minutes
power cut. after a power cut.
- Keep safe the freon in the | -5till control valves to
plant. closed properly.
-Keep the communication
(See Alarms).
Benefits -Keep safe the freon in

plant and loops.

- Possibility to Keep the
cooling during few
minutes. Every small power
cuts will be transparant.

Inconvenient

- Possibility to lost some
guantity of fluide from
loops.

- Possibility to have some
safety valves leaking after
opened.

- Upgrade a new PLC
program.

-Realise some news
connections in the electrical
cabinet.




