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SPS fault overview

Root Cause Fault Time Distribution

Power Converters: 0.0 h (0.4 %)

V

@ Power Converters @ Beam Instrumentation @ Operation ® Cooling and Ventilation @® Accelerator Controls @ Access Management @ Injector Complex

Availability
95.7%

Beam Instrumentation: 0.0 h (0.6 %)

Operation: 0.2 h (3.2 %)

Nolmg and Ventilation: 0.3 h (4.6 %)

Accelerator Controls: 0.4 h (4.9 %)

— Access Management: 1.2 h (16.5 %)

Injector Complex: 5.0 h (69.8 %)



