PANEL FIRE DETECTION
6 pipes, 1 inch
VOLUME 150mm * 100mm

Roof building 196
4 pipes, 1 inch
VOLUME 100mm * 100mm

NEW CABLE LADDER
To TT6 and building 853
DRILLING FOR PIPES
minimum 150*100mm

CHECK WITH CV
To TT6 and building 853

6 pipes, 1 inch
VOLUME 150mm * 100mm

requires support for pipes
6 pipes, 1 inch
VOLUME 150mm * 100mm

2 pipes, 1 inch to TT6

4 pipes, 1 inch to target area
Roof building 196